
 

    Fort Bragg 
   North Carolina 
 
  

 
Solicitation Number 
DACA21-03-R-0036 
Separate Battalions Barracks Complex 
Phases 3 and 4 
FY-03/FY-04, Line Item 25134 and 53538 
Volume IV of IV – Asbestos and Hazardous Waste Material Reports 
June 2003 
 
 
 
 
 
 
 THIS SOLICITATION IS UNRESTRICTED PURSUANT TO THE 
 "BUSINESS OPPORTUNITY DEVELOPMENT REFORM ACT OF 1988" 
 (PUBLIC LAW 100-656) 
 
 
 
 
 
 
 
 

U.S. ARMY ENGINEER DISTRICT, SAVANNAH 
 CORPS OF ENGINEERS 
 100 WEST OGLETHORPE AVENUE 
 SAVANNAH, GEORGIA 31401-3640 
 

 

 
US Army Corps 
of Engineers 
Savannah District 



INSTALLATION PROVIDED DATA 



























































































 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
The contents of this report are not to be 
used for advertising, publication, or 
promotional purposes.  Citation of trade 
names does not constitute an official 
endorsement or approval of the use of 
such commercial products. 
 
 
The findings of this report are not to be 
construed as an official Department of 
the Army position, unless so designated 
by other authorized documents. 

S
av

an
na

h 
D

is
tr

ic
t 

E
nv

ir
on

m
en

ta
l a

nd
 M

at
er

ia
ls

 U
ni

t 

 
Supplemental Asbestos Survey 
 

Building No. 4661 Ft. Bragg, North Carolina 
 
Prepared by Timothy A. Jones 

Approved for public release, distribution is unlimited 



 

 
Asbestos Survey November 2002 

Building 4661, Fort Bragg, NC 
 
by  Timothy A. Jones 

Final report 
 
Approved for public release; distribution is unlimited 

Prepared for US Army Corps of Engineers 
    Savannah District 



 1

 

Asbestos Inspection Report 
 
 
 

Introduction 
 
Scope of the Investigation 
  
   This report documents the supplemental asbestos inspection and survey of Building 
No.4661 at Fort Bragg, North Carolina conducted on 25 September 2002 by Savannah 
District US Army Corps of Engineers employees Tim Jones and Jack Ford. The survey 
was conducted in general accordance with the regulatory guidelines in the Asbestos 
Hazard Emergency Response Act (AHERA) (40 CFR Part 763 Subpart E Sections 
763.80-763.88) and “Guidance for Controlling Asbestos-Containing Materials in 
Buildings” (Purple Book) (EPA publication number 560/5-85-024). Although not 
required by the AHERA guidelines, roof and other exterior miscellaneous materials were 
also inspected and sampled. 
 
Background 
 
   Building No. 4661 is a single story wood frame structure with a concrete slab floor 
in the kitchen area and a wood floor system in the dining area and latrine. The roof 
system is asphalt shingles over wood decking. The building was originally built to be a 
mess hall and still contains some kitchen equipment. The original portion of the building 
was reportedly built in 1948 with the addition of latrines in 1991. Interior finishes have 
been remodeled at an undisclosed time. 
 

Description of study 
 
Investigation 
 
    All accessible areas of Building No. 4661 were visually inspected to verify 
materials identified in the original asbestos report compiled by Law Environmental dated 
25-26 October 1993. In addition, an accredited inspector sampled roofing materials and 
other suspect materials omitted in the original inspection. This report details ACM as 
identified at the time of inspection only. 
 
    The bulk samples were analyzed by Hygeia Laboratories, Inc. Hygeia is accredited 
by the National Voluntary Laboratory Accredited Program (NVLAP Accreditation 
sponsored by the National Institute of Standards and Technology (NIST)). A copy of 
their accreditation certificates is included in Appendix C. The samples were analyzed by 
the accepted method of polarized light microscopy (PLM) using EPA’s “Method For the 
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Determination of Asbestos In Bulk Building Materials”, EPA/600/R-93/116. Hygeia’s 
analytical report is included in Appendix A.   
 
    In compliance with the AHERA regulations, material is considered an Asbestos 
Containing Material (ACM) when it contains greater than one percent asbestos.  
Likewise, in this report, any material containing concentrations greater than one percent 
asbestos will be considered “positive”. A narrative discussion of the AHERA ACM types 
(i.e., thermal systems insulation, miscellaneous and surfacing materials) found in 
Building No. 4661 is included in this report where relevant. Bulk sample information 
appears on Table 1. Estimated quantities of individual asbestos containing materials 
appear on Table 2. Material characterization of asbestos containing materials appears on 
Table 3. Photographs of the positive materials, when available, appear as Figures. The 
specific location where each bulk sample was obtained is shown on the building floor 
plans, which appear as Figures. Positive ACM samples are highlighted on the floor plan 
Figures and, where possible, locations of positive ACM are identified. It is reasonable to 
assume that all materials similar to those testing positive, also contain positive amounts 
of asbestos and should be treated as such. 
 

Analysis  
 
Thermal Systems Insulation (TSI) 
 

TSI is insulation material applied to pipes, fittings, tanks, ducts, or for other interior 
structural components to prevent heat loss or gain, or water condensation, or for other 
purposes. 

 
All TSI inspected in Building 4661 is of non-asbestos materials. 

 
Miscellaneous Materials 
 
 Miscellaneous materials include building material on structural components, 
structural members or fixtures, such as floor and ceiling tiles, and do not include 
surfacing or TSI.  In the past, there were a great number of miscellaneous building 
materials that had asbestos fibers added to them during the manufacturing process to 
increase durability and fireproofing qualities. The following suspect miscellaneous 
materials at Building No. 4661 were found to contain or were assumed to contain 
asbestos: 

a. Roofing Materials: The roof shingles and felt were sampled and found to be non-
asbestos materials. Some remnants of roofing cement were noted on metal roof 
vents and this cement is assumed to be asbestos containing.  – (Refer to Table 1 
for specific information and Figure 1 for sample locations). 

 
b. Flooring Materials:  9” X 9” black floor tiles and their associated mastic in the 

dining area were identified by Law Engineering to be asbestos containing. No 
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other flooring materials were found to contain asbestos - (Refer to Tables 2 and 3 
for specific information and Figure 2 for homogeneous area locations). 

 
c. Cement Wall Board:  Asbestos containing cement wallboard (similar to  

Transite TM) is applied to the wall at the location of the range hood from the floor 
to the ceiling. This material is approximately ¼ “ thick and is in approximately 
4’ X 8’ sheets and appears to be screwed to the wall framing - (Refer to Tables 
1, 2 and 3 for specific information, Figure 1 for sample location and Figure 4 for 
homogeneous area locations). 

 
Surfacing 
 
 Surfacing material is friable material that is sprayed on, troweled on, or otherwise 
applied to surfaces for decorative or other purposes. 
  

a. Drywall Joint Compound:  Gypsum drywall joint compound applied to old 
brown painted gypsum board wall and peaked ceiling covering above the newer 
flat ceiling in the dining and kitchen areas contains positive amounts of asbestos. 
This older drywall appears to have been removed from the location of the newer 
flat ceiling down to the floor and was only located in the “attic” space – (Refer to 
Tables 1, 2 and 3 for specific information and Figure 3 for homogeneous area 
locations). 

 
  

Conclusions  
 
 The following materials found at Building No. 4661 contain positive amounts of 
asbestos: 
  

a. Mastic: The 9”x 9” floor tiles and their associated mastic in the dining area 
contain asbestos. 

 
b. Roofing Cement: Black roofing cement on vents through the roof is assumed to 

contain asbestos. 
 

c. Drywall Joint Compound:  Joint compound on older wall and ceiling board in 
the attic contains asbestos. 

 
d. Cement Board:  Asbestos cement board behind the kitchen exhaust hood 

contains asbestos. 
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U.S. ARMY CORPS OF ENGINEERS 
ENVIRONMENTAL & MATERIALS UNIT 

 
 

 
TABLE 1 

SUSPECT ACM SAMPLES 
Ft. BRAGG, BUILDING 4661 

 
 

 
FIELD ID DESCRIPTION LOCATION ASBESTOS TYPE & 

% 
4661-1-1 Asbestos cement 

board 
Kitchen area, at exhaust hood 40% chrysotile 

4661-1-2 Drywall joint 
compound 

Restroom wall None 

4661-1-3 Gypsum wall board Restroom wall None 
4661-1-4 Ceiling tile Restroom ceiling None 
4661-1-5 Drywall joint 

compound 
Restroom wall None 

4661-1-6 Drywall joint 
compound 

Storage room wall None 

4661-A-7 Attic insulation Attic, above storage room None 
4661-A-8 Fiberboard Attic, above storage room None 
4661-A-9 Drywall joint 

compound 
Attic, above storage room 1.5% chrysotile by 

point count method 
4661-A-10 Gypsum wall board Attic, above storage room None 
4661-1-11 Drywall joint 

compound 
Kitchen area ceiling None 

4661-A-12 Drywall joint 
compound 

Attic, above dining area 1.25% chrysotile by 
point count method 

4661-A-13 Gypsum wall board Attic, above dining area None 
4661-1-14 Drywall joint 

compound 
Kitchen area ceiling None 

4661-1-15 Drywall joint 
compound 

Dining area ceiling None 

4661-1-16 Drywall joint 
compound 

Dining area ceiling None 

4661-R-17 Roof shingle Roof field None 
4661-R-18 Roof felt Roof field None 
 
Samples testing positive for asbestos indicated in BOLD type 
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TABLE 2 
ACM QUANTITY SUMMARY 
Ft. BRAGG, BUILDING 4661 

 
Area Descriptions  

 
 
 
 

Material 
Descriptions 

 
 
 
 

Units 
 D

IN
IN

G
 A

R
E

A
 

 R
O

O
F 

 K
IT

C
H

E
N

 A
R

E
A

 

 
       

 
 
 
 

Totals 

Roofing Cement S.F.  10      10 
Floor Tile & 

Mastic 
S.F. 1800       1800 

Asbestos Cement 
Board 

S.F.   130     130 

  Drywall Joint 

Compound  * 

S.F. 2100  1200     3300 

 
S.F. = Square Foot, L.F. = Linear Foot, C.F. = Cubic Foot 
 

*     Total area of drywall estimated



 

 7

 
TABLE 3 

MATERIAL CHARACTERIZATION AND ASSESSMENT 
Ft. BRAGG, BUILDING 4661 

 
MATERIAL CHARACTERISTICS ASSESSMENT 

Type Description Asbestos  
Yes/no/assumed 

Quantity 
(If ACM) 

Friable / Non-
friable 

Condition Disturbance Potential 

Miscellaneous Roofing 
cement 

Assumed 10 S.F. Non-friable Good Low 

Miscellaneous Floor Tile & 
Mastic  

Yes 2-15 % 1800 S.F. Non-friable Damaged High 

Miscellaneous Asbestos 
Cement Board 

Yes 40% 130 S.F. Non-friable Good Low 

Surfacing Drywall Joint 

Compound * 

Yes 1.5% 3300S.F. Friable Damaged Low 

 
 
S.F. = Square Foot, L.F. = Linear Foot, C.F. = Cubic Foot 

*     Total area of drywall estimated 
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Figure 1 



 

 9

 

Figure 2 
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Figure 3 
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      Figure 4 
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Appendix A 
 

Analytical Report - Hygeia Laboratories, Inc. 
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Sample Chain of Custody Forms 
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Hazardous Building Materials 
Survey Report 

 
 
 

Introduction 
 
Background 
 
   Building No. 4661 is a single story wood frame structure with a concrete 
slab floor in the kitchen area and a wood floor system in the dining area and 
latrine. The roof system is asphalt shingles over wood decking. The building was 
originally built to be a mess hall and still contains some kitchen equipment. The 
original portion of the building was reportedly built in 1948 with the addition of 
latrines in 1991. Interior finishes have been remodeled at an undisclosed time. 
 

Description of study 
 
Investigation 
 
    The survey consists of a count of fluorescent and mercury lights and a 
search for mercury containing equipment, lead building components, evidence of 
past or present underground storage tanks and for any other hazardous building 
materials excluding asbestos. 
     
     

Conclusions  
 
 The following information gathered during the survey of Building 4661 is 
presented in attached information: 

a. Light Count:  The fluorescent and mercury vapor light count results are 
presented in Table 1. 

 
b. Lead Building Materials: Inspection of the building revealed lead in the 

plumbing drain and vent piping system.  Details are outlined in Table 2 
 

c. Thermostats:   Two mercury-containing thermostats were located in the 
dining area of Building 4661.  One is on the south wall and one on the 
east wall.  Locations are indicated on the floor plan of Figure 1. 
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c. Grease Traps: Two above grade grease traps were located inside the 

building in the kitchen area.  Locations are indicated on the floor plan of 
Figure 1.   

 
d. Fire Suppression System:  A fire suppression system including one 

compressed media bottle containing Sodium Bicarbonate Suppressant and 
associated piping to the exhaust hood in the kitchen may be considered 
hazardous.  Copies of the MSDS sheet for this suppressant is available 
from Badger Fire Protection, Inc., 4251 Seminole Trail, Charlottesville, 
VA 22911, telephone number 800-424-9300 or can be obtained online.  A 
copy is included as Appendix A. 

 
e. Compressed Refrigerant Gas:  A walk in cooler is located outside 

Building 4661 at the northwest corner. This cooler may contain 
refrigerant gas that should be recovered prior to demolition. 
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Tables 
 

TABLE 1 
Ft. BRAGG BUILDING 4661 

FLORESCENT AND MERCURY LIGHT FIXTURES 
 

AREA IDENTIFICATION 
# & TYPE 
LIGHTS 

PRESENT 
DESCRIPTION OF LIGHTS 

Latrines 2 4 foot long, 4 bulb florescent fixtures 

Interior 22 Small screw in florescent 
replacements for incandescent bulbs 

 
 
 

TABLE 2 
Ft. BRAGG BUILDING 4661 

LEAD BUILDING COMPONENTS 
 

BUILDING COMPONENT DESCRIPTION LOCATION ESTIMATED NUMBER 

Hot poured lead pipe joint 
In plumbing 

drainage, waste and 
vent piping 

Throughout 
building 

50-100 

Lead Flashing On plumbing vent 
pipe system  

Roof 3 
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Figure 1 
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Asbestos Inspection Report 
 
 
 

Introduction 
 
Scope of the Investigation 
  
   This report documents the supplemental asbestos inspection and survey of Building 
No.4662 at Fort Bragg, North Carolina conducted on 25-26 September 2002 by Savannah 
District US Army Corps of Engineers employees Tim Jones and Jack Ford. The survey 
was conducted in general accordance with the regulatory guidelines in the Asbestos 
Hazard Emergency Response Act (AHERA) (40 CFR Part 763 Subpart E Sections 
763.80-763.88) and “Guidance for Controlling Asbestos-Containing Materials in 
Buildings” (Purple Book) (EPA publication number 560/5-85-024). Although not 
required by the AHERA guidelines, roof and other exterior miscellaneous materials were 
also inspected and sampled. 
 
Background 
 
   Building No. 4662 is a one and one half story wood frame structure with a wood 
floor system over a crawl space in all areas except the mechanical room. The mechanical 
room floor is concrete slab on grade. The roof system is asphalt shingles over wood 
decking. Exterior wood siding has been covered with metal. There is a small concrete 
floored mezzanine at the north end of the building once used as a projection booth. The 
building was apparently once used as a movie theater but has been renovated and is most 
recently used as a band training facility. The original building was reportedly built in 
1941 and remodeled in 1977 for band training use.  
 

Description of study 
 
Investigation 
 
    All accessible areas of Building No. 4662 were visually inspected to verify 
materials identified in the original asbestos report compiled by Law Environmental dated 
25-26 October 1993. In addition, an accredited inspector sampled roofing materials and 
other suspect materials omitted in the original inspection. This report details ACM as 
identified at the time of inspection only. 
 
    The bulk samples were analyzed by Hygeia Laboratories, Inc. Hygeia is accredited 
by the National Voluntary Laboratory Accredited Program (NVLAP Accreditation 
sponsored by the National Institute of Standards and Technology (NIST)). A copy of 
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Hygeia’s current accreditation certificates can be found in Appendix C. The samples 
were analyzed by the accepted method of polarized light microscopy (PLM) using EPA’s 
“Method For the Determination of Asbestos In Bulk Building Materials”, EPA/600/R-
93/116. A copy of Hygeia’s analytical report is included in Appendix A.   
 
    In compliance with the AHERA regulations, material is considered an Asbestos 
Containing Material (ACM) when it contains greater than one percent asbestos.  
Likewise, in this report, any material containing concentrations greater than one percent 
asbestos will be considered “positive”. A narrative discussion of the AHERA ACM types 
(i.e., thermal systems insulation, miscellaneous and surfacing materials) found in 
Building No. 4662 is included in this report where relevant. Bulk sample information 
appears on Table 1. Estimated quantities of individual asbestos containing materials 
appear on Table 2. Material characterization of asbestos containing materials appears on 
Table 3. Photographs of the positive materials, when available, appear as Figures. The 
specific location where each bulk sample was obtained is shown on the building floor 
plans, which appear as Figures. Positive ACM samples are highlighted on the floor plan 
Figures and, where possible, locations of positive ACM are identified. It is reasonable to 
assume that all materials similar to those testing positive, also contain positive amounts 
of asbestos and should be treated as such. 
 

Analysis  
 
Thermal Systems Insulation (TSI) 
 

TSI is insulation material applied to pipes, fittings, tanks, ducts, or for other interior 
structural components to prevent heat loss or gain, or water condensation, or for other 
purposes. 

 
All inspected TSI in Building 4662 is of non-asbestos materials. 

 
Miscellaneous Materials 
 
 Miscellaneous materials include building material on structural components, 
structural members or fixtures, such as floor and ceiling tiles, and do not include 
surfacing or TSI.  In the past, there were a great number of miscellaneous building 
materials that had asbestos fibers added to them during the manufacturing process to 
increase durability and fireproofing qualities. The following suspect miscellaneous 
materials at Building No. 4662 were found to contain or were assumed to contain 
asbestos: 

a. Roofing Materials: The roof shingles and felt were sampled and found to be non-
asbestos materials. Some remnants of roofing cement were noted on metal roof 
vents and this cement is assumed to be asbestos containing– (Refer to Tables 2 
and 3 for specific information and Figure 3 for homogeneous area locations). 
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b. Flooring Materials:  The mastic associated with the 12” X 12” light blue floor 
tiles was identified by Law Engineering to be asbestos containing. No other 
flooring materials were found to contain asbestos - (Refer to Tables 1-3 for 
specific information, Figure 1 for sample locations and Figure 2 for 
homogeneous area locations). 

 
c. Asbestos Cement Board:  Asbestos containing cement wallboard (similar to  

Transite TM) is applied to the walls and ceiling throughout the mechanical room. 
This material is approximately ¼ “ thick and is in approximately 4’ X 8’ sheets  
- (Refer to Tables 1-3 for specific information, Figure 1 for sample location and 
Figure 2 for homogeneous area location). 

 
d. Heat Shield Material:  Asbestos containing heat shield board is applied to 

wooden framing for what was once a vent through the roof above the mezzanine 
level. Some of this material is also lying on top of the fiberboard ceiling 
approximately 6 feet south of the vent location. - (Refer to Tables 1-3 for specific 
information, Figure 1 for sample location, Figure 2 for homogeneous area 
locations and Figure 4 for visual material identification). 

 
e. Duct Flex Joint:  Cloth flex joint (or vibration isolation) material in the ductwork 

at the mezzanine level contains asbestos - (Refer to Tables 1-3 for specific 
information, Figure 1 for sample location, Figure 2 for homogeneous area 
location and Figure 5 for visual material identification). 

 
Surfacing 
 
 Surfacing material is friable material that is sprayed on, troweled on, or otherwise 
applied to surfaces for decorative or other purposes. 
  
 No surfacing material was found to be asbestos containing. 
 
  

Conclusions  
 
 The following materials found at Building No. 4661 contain positive amounts of 
asbestos: 
  

a. Mastic: Mastic associated with 12” X 12” light blue floor tiles contains 
asbestos. 

 
b. Roofing Cement: Black roofing cement applied to metal vents through the roof 

is assumed to contain asbestos. 
 

 c. Heat Shield Board: Heat shield board on wooden framing above the mezzanine 
and scrap on top of the fiberboard ceiling south of the mezzanine contains 
asbestos.  
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d. Cement Board:  Asbestos cement board on the mechanical room walls and   

ceiling contains asbestos. 
 

e. Duct Flex Joint:  White cloth flex joint material in the ductwork above the 
mezzanine contains asbestos.  
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U.S. ARMY CORPS OF ENGINEERS 
ENVIRONMENTAL & MATERIALS UNIT 

 
 

 
TABLE 1 

SUSPECT ACM SAMPLES 
Ft. BRAGG, BUILDING 4662 

 
 

 
FIELD ID DESCRIPTION LOCATION ASBESTOS TYPE & % 

4662-M-1 Duct flex joint Mezzanine  40% chrysotile 
4662-M-2 Ceiling tile (excess) Mezzanine, pile on floor None 
4662-M-3 Sheetrock Mezzanine, around duct 

through wall 
None 

4662-M-4 Heat shield board Mezzanine, box vent to 
roof 

30% chrysotile 

4662-M-5 TSI duct wrap & 
mastic 

Mezzanine None 

4662-A-6 TSI duct wrap  
& mastic 

Attic  None 

4662-A-7 Fiberboard Attic area wall covering None 
4662-1-8 Floor tile First floor, north end None 
4662-M-9 Rolled roofing  Under concrete mezzanine 

floor 
None 

4662-1-10 Sheetrock First floor, under paneling None 
4662-1-11 Cove base & mastic First floor None 
4662-1-12 Wall insulation, 

mineral wool 
First floor interior walls None 

4662-1-13 Ceiling tile First floor None 
4662-A-14 Fiberboard Attic None 
4662-E-15 Sheetrock Exterior walls under siding None 
4662-1-16 Ceiling tile First floor None 
4662-1-17 Acoustical wall 

insulation 
First floor None 

4662-A-18 Cellulose wallboard Attic None 
4662-A-19 Cellulose wallboard Attic None 
4662-A-20 Cellulose wallboard Attic None 
4662-1-21 Drywall joint 

compound 
First floor None 

4662-1-22 Drywall joint 
compound 

First floor None 
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4662-1-23 Sheetrock First floor None 
4662-1-24 Drywall joint 

compound 
First floor None 

4662-A-25 Texture painted 
fiberboard 

Attic None 

4662-A-26 Cellulose wallboard Attic None 
4662-1-27 Sheetrock First floor None 
4662-MR-28 Asbestos cement 

board 
Mechanical room 35% chrysotile 

4662-MR-29 Sheetrock Mechanical room None 
4662-R-30 Roof shingle Roof None 
4662-R-31 Roof felt Roof None 
4662-M-32 Rolled roofing Under concrete mezzanine 

floor 
None 

4662-1-33 Black mastic First floor None 
4662-1-34 Craft paper First floor None 
4662-1-35 Floor leveling 

compound 
First floor None 

 
 
 
Samples testing positive for asbestos indicated in BOLD type 
In sample field ID center position: M=Mezzanine, A=Attic, 
MR=Mechanical Room, R=Roof, 1=first floor
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TABLE 2 
ACM QUANTITY SUMMARY 
Ft. BRAGG, BUILDING 4662 

 
Area Descriptions  

 
 
 
 

Material 
Descriptions 

 
 
 
 

Units 
 FI

R
ST

 F
L

O
O

R
 

 R
O

O
F 

 M
E

Z
Z

A
N

IN
E

 

 
M

E
C

H
A

N
IC

A
L

 R
O

O
M

 

      

 
 
 
 

Totals 

Roofing Cement S.F.  10      10 
Mastic For Floor 

Tile 
S.F. 525       525 

Asbestos Cement 
Board 

S.F.    1020    1020 

  Duct Flex Joint L.F.   14     14 
Heat Shield 

Board 
S.F.   70     70 

 
S.F. = Square Foot, L.F. = Linear Foot, C.F. = Cubic Foot 
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TABLE 3 

MATERIAL CHARACTERIZATION AND ASSESSMENT 
Ft. BRAGG, BUILDING 4662 

 
MATERIAL CHARACTERISTICS ASSESSMENT 

Type Description Asbestos  
Yes/no/assumed 

Quantity 
(If ACM) 

Friable / Non-
friable 

Condition Disturbance Potential 

Miscellaneous Roofing 
cement 

Assumed 10 S.F. Non-friable Good Low 

Miscellaneous Floor Tile 
Mastic  

Yes 10 % 525 S.F. Non-friable Good Low 

Miscellaneous Asbestos 
Cement Board 

Yes 35% 130 S.F. Non-friable Good Moderate 

Miscellaneous Duct Flex 
Joint 

Yes 40% 14 L.F. Non-friable Good Low 

Miscellaneous Heat Shield 
Board 

Yes 30% 70 S.F. Friable Damaged Moderate 

 
 
S.F. = Square Foot, L.F. = Linear Foot, C.F. = Cubic Foot 
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Figure 1 
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Figure 2 
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Figure 3 
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Figure 4 

 Heat Shield Board 
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Figure 5 

Flex Joint Material 
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Appendix A 
 

Analytical Report - Hygeia Laboratories, Inc. 



 

 16

 



 

 17

 



 

 18

 



 

 19

 



 

 20

 



 

 21

 



 

 22

 



 

 23

 



 

 24



 

 25

 
 

Appendix B 
 

Sample Chain of Custody Forms 
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Appendix C 
 

Certifications 
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The contents of this report are not to be 
used for advertising, publication, or 
promotional purposes.  Citation of trade 
names does not constitute an official 
endorsement or approval of the use of 
such commercial products. 
 
 
The findings of this report are not to be 
construed as an official Department of 
the Army position, unless so designated 
by other authorized documents. 
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Hazardous Building Materials 
Survey Report 

 
 
 

Introduction 
 
Background 
 
   Building No. 4662 is a one and one half story wood frame structure with a 
wood floor system over a crawl space in all areas except the mechanical room. 
The mechanical room floor is concrete slab on grade. The roof system is asphalt 
shingles over wood decking. Exterior wood siding has been covered with metal. 
There is a small concrete floored mezzanine at the north end of the building once 
used as a projection booth. The building was apparently once used as a movie 
theater but has been remodeled and is most recently used as a band training 
facility. The original building was reportedly built in 1941 and remodeled in 1977 
for band training use. 
 

Description of study 
 
Investigation 
 
    The survey consists of a count of fluorescent and mercury lights and a 
search for mercury containing equipment, lead building components, evidence of 
past or present underground storage tanks and for any other hazardous building 
materials excluding asbestos. 
     
     

Conclusions  
 
 The following information gathered during the survey of Building 4662 is 
presented in attached information: 

d. Light Count:  The fluorescent and mercury vapor light count results are 
presented in Table 1. 

 
e. Lead Building Materials:  Inspection of the building revealed no lead in 

the plumbing drain and vent piping system or other building materials.   
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c. Thermostats:   One mercury-containing thermostat was located in 
Building 4662.  The Location is indicated on the floor plan of Figure 1. 

 
d. Compressed Refrigerant Gas:  Compressed refrigerant gas (freonTM) 

should be recycled from one central air conditioner and one drinking 
fountain prior to demolition. 
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Tables 
 

TABLE 1 
Ft. BRAGG BUILDING 4662 

FLORESCENT AND MERCURY LIGHT FIXTURES 
 

AREA IDENTIFICATION 
# & TYPE 
LIGHTS 

PRESENT 
DESCRIPTION OF LIGHTS 

Interior 41 4 foot long, 4 bulb florescent fixtures 

Interior 25 Loose 4 foot florescent bulbs 
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Figure 1 
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